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Dear Mr. Bradford=

Errata Pages for
Cost Analysis of Various NOx and SO2 Control

T@,chnoloq.les, ~0~ the Intermount@in~ Pgwer proJect

Enclosed a.~e a list of errors and corrections for the
Black E Veatch report, "Cost Analysis of Various NOx and
S02Control Technologies for the Intermountain Power Project",
submitted as enclosure 2 of our June 22, 1983 letter. These
changes were conveyed by teleph~n~ to a member of your staff
on June 23, 1983.

If you or your staff require any additional information, please
contact Mr. Roger To Pelot~ at (213)

Sincerely,

J~,~S II. ANTHONY
Project Director
Intermountain Power Project
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Errata pages for Black & Veatch’s specia! report entitled "Cost Analysis

Various NO and SO2 Control Technologies for the ID.~termountain Power
Project", ~ile No. 9255.41.1007, Issued Date and R~vision No. 061783-0.

i. Page 3-3, Table 3-1: for Ammoni~ Vaporization Fuel consumption rate
change to (17,000 }~tu/yr) instead of (1,700 MBtu/yr).

Page 3-4, Table 3-2: under Present Worth Costs (July 1986 dollars);
(i) for Tota! capital costs, in the Units 1 and 2 Capital Costs column,
change to read 4,214.8 instead of 4,214.9, (2) for Replacement power
costs due to delay, in the Units i and 2 Capital Costs column, change to
read 821.2 instead of 821.3, (3) for Total cost for Selective Catalytic
Reduction, in the. Unit 1 Capital Costs column, change to read 4,252.4
instead of 4,252.5, and in nhe Units 1 and 2 Capital Costs column,
change to read 5820.8 instead of 5821.0, (4) for Equivalent differential
capital costs wi~h Selective Catalytic Reduction, in the Unit 1 Capital
Costs column, change to read 828.0 instead of 828.1, and in the Units
1 and 2 Capital Costs column, change to read 1693.6 instead of 1693.7.

3. Page 3-5, Table 3-3: for Indirect costs at 14 per cent, in the Units I
and 2 Capital Costs column, change to read 20.0 instead of 16.6.

4. Page 3-11, Table 3-7: for Total direct costs, in the Units 1 and 2
Capital Costs column, change to read 10.3. instead of 0.3.

Page 3-16, Table 3-10: (I) for Project Capital Cost (As Spent Dollars),
in the Unit 2 Capital Costs column, change to read 628.0 instead of
629.0., (2) for Total Capital Expenditure With Thermal DeNO (July 1983
dollars), in the Unit 2 Capital Costs ¢oSumn, change to rea~ 542.5

instead of 524.5.

6. Page 3-18, Table 3-12: under Total Capital Costs, change to read °
Unit 1-July 1987 dollars instead of Unit 1-July 1986 dollars and change
to read Unit 2-July 1988 dollars instead of Unit 2-July 1987 dollars.

Page 4-4, Table 4-1: under Capitalized Annual Costs of Operation
(July 1986 Dollars), (i) after Demand, add (l!,000kW), (2) after Energy,
add (69.GWh), (3) after Limestone additive, add (2,000 ib/hr), and (4)
after ~dipic acid, add (i20 ib/hr).

Page 4-5, Table 4-2: under Present Worth Costs (July~1986 Dollars),
(I) for Replacement power costs due to delay, in the Units 1 and 2
Capital Costs columm, change to read 821.2 instead of 821.3, (2) for
Total costs for 95 per cent SO~ removal, in the Units i and 2 Capital
Costs column, change to read 5124.9 instead of 5125.0, ~3) for Equivalent
differential capital cost with 95 per cent SO_ removal, in the Unit 1

zCapital Costs column, change to read 474.3 instead of 474.4, and in the
Units 1 and 2 Capital Costs column, change to read 997.7 instead of
997.8.
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Page 4-6, Table 4-3: under Capitalized Annual Costs of Operation
(July 1986 Dollars), (i~ after Demand, add (fITS00 kW), (2) after
Energy, add (69.GWh), (3) after Limestone additive, add (2,000 Ib/hr),
(4) after Adipic acid, add (120 Ib/hr), (5) after ID fan energy, add
(6.9 GWh), and (6) after ID fan demand, add (I,i00 kW).

Page 4-7, Table 4-4: under Total Capital Costs,.(1) change to read
Unit 1-January 1989 dollars instead of Unit 1-January 1988 dollars,
and (2) change to read Unit 2-January 1990 dollars instead of Unit 2-
January 1989 dollars; under Present Worth Costs (July 1986 dollars),
(3) for Replacement power costs due to installation outage, in the Units
1 and 2 Capital Costs column, change to read 821.2 instead of 821.3,
and (4) for Equivalent differential capital costs associated with
provisions for 95 per cent SO^ removal, in the Unit i Capital Costs
column, change to read 561.7 ~nstead of 561.8.           "
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